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GENERAL NOTES: (SHEET E1.2)

CONTRACTOR SHALL VERIFY ALL UNDERGROUND ROUTING WITH
ALL OTHER TRADES.

ALL EXTERIOR LIGHTING SHALL BE ROUTED THROUGH A PHOTOCELL.
REFER TO SHEET E2.1 FOR PHOTOCELL LOCATION.

CONTRACTOR SHALL FIELD VERIFY EXACT LOCATIONS OF ALL
EXISTING UTILITIES PRIOR TO BID.

I:> REFERENCE NOTES: (SHEET E1.2)

CONTRACTOR SHALL MOUNT FIXTURE ON RELOCATED EXISTING 30'-0" POLE
PROVIDED BY OWNER. CONTRACTOR SHALL REINSTALL POLES AS INDICATED.
SEE POLE BASE DETAIL.

ROUTE FEEDERS DOWN THROUGH FLOOR AND ACROSS BEAM SPACE TO
LOCATION OF NEAREST COLUMN.

ROUTE FEEDERS DOWN AS TIGHT TO COLUMN AS POSSIBLE AND ROUTE
AS INDICATED 24" BELOW FINISHED GRADE.
CONTRACTOR SHALL AIM FIXTURE TOWARD TOP OF SOUTH FLAG POLE.
CONTRACTOR SHALL AIM FIXTURE TOWARD TOP OF CENTRAL FLAG POLE.
CONTRACTOR SHALL AIM FIXTURE TOWARD TOP OF NORTH FLAG POLE.
CONTRACTOR SHALL AIM FIXTURE TOWARD DEDICATION SIGN.

CONTRACTOR SHALL PROVIDE AND INSTALL FIXTURES IN RELOCATED METAL
STORAGE BUILDING. FIXTURES SHALL BE MOUNTED TO BOTTOM OF BEAMS.

CONTRACTOR SHALL ROUTE UNDERGROUND TO SWITCH LOCATED IN THE
CONTROL ROOM OF THE CONTROL TOWER. THIS SWITCH SHALL BE

PROVIDED AND INSTALLED BY THE CONTRACTOR.
CONTRACTOR SHALL PROVIDE AND CONNECT TO DIMMABLE CIRCUIT IN
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CONTRACTOR SHALL COORDINATE EXACT LOCATION WITH TARGET SYSTEM
MANUFACTURER’'S REPRESENTATIVE PRIOR TO INSTALLATION.

CONTRACTOR SHALL PROVIDE AND INSTALL A RED LAMP NIGHT LIGHT TO SIGNAL

RANGE |
TO TOP

O0B—A-I-

SWITCH

STINTOPERATION AT NiGHT. RED

OF POLE AT 30'-0". FIXTURE SHALL BE RIG-A-
-S—R#501 OR APPROVED EQUAL. FIXTURE SHALL
FROM: THE CONTROL TOWER. SEE SHEET E2.2 FC
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